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// Logistics

a How can | ask questions?

e Please enter your questions in the Questions box.
e There will be a Q&A at the end.

a Will | get a certificate of completion?

e Yes, all attendees will automatically be sent a certificate of completion
a few hours after the webinar concludes.
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a Will | get a copy of the slides?
e Yes, we will post a recording of the webinar and a copy of the slides on
our website. A link will be emailed to all registrants.
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Overview

o Regulatory Background for Air Permits
o Federal vs. State Air Permitting

a Emission Source Types

a Early Permitting Considerations

a Challenges

a Nuances of lllinois Air Permitting

a Timeline and Post-Submittal Actions
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Federal Regulatory Background

a Clean Air Act (CAA) and CAA Amendments

e Established National Ambient Air
Quality Standards (NAAQS)

e Prevention of Significant Deterioration
(PSD) and Nonattainment New Source
Review (NNSR)

e Created the Operating Permit Program
(Title V of the CAAA of 1990)

e Established Standards of Performance
for New Stationary Sources (NSPS) and
National Emission Standards for
Hazardous Air Pollutants (NESHAP)
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Federal vs. State Air Permitting

a Federal construction permitting through New Source Review (NSR)

e If areais classified as in attainment with NAAQS, falls into PSD permitting
- Major source threshold for data centers of 250 tons/year of a criteria pollutant

e |f area is classified as in nonattainment NAAQS, falls into Nonattainment NSR
permitting
- Major source thresholds vary based on classification (Moderate, Serious, Severe, or Extreme)

e Lengthy permitting process for major sources with extensive modeling, emissions
offsets, public input, and/or emissions control requirements

e These programs consider “project” emissions — may be facility-wide or a subset
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a Avoid Major NSR by taking federally enforceable operating limits and
permit as a Synthetic Minor Source
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Federal vs. State Air Permitting

a Each state has its own air quality program to meet U.S. EPA
commitments and targets

e Air pollution control regulations

e Air permitting program, including key thresholds and exemptions
- Required forms and other construction permit application components
- Air dispersion modeling requirements
- Short term emission rate requirements
- ldentification of pollutants of concern

e Air compliance/enforcement program
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a Federal construction permitting is typically conducted at the state level,
although it may involve U.S. EPA input
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Federal vs. State Air Permitting

a In addition to construction permitting, operating permits may be
required
e Major Source Title V Operating Permit

. Threshold is 100 tons/year for criteria pollutants unless area is in nonattainment
- Federal program, but issued at the state level
- This program considers aggregated emissions from entire facility/campus
e Minor Source (True or Synthetic)
- Some states require their own operating permit
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Emission Sources at Data Centers

a Air permitting for data centers is driven
by the engines

e Diesel-fired emergency generators (NSPS
Subpart Illl)

e Natural gas-fired emergency generators
(NSPS Subpart J1JJ)

e Natural gas-fired combustion turbines
(NSPS Subpart KKKK)

a Other equipment of interest includes
fuel storage tanks, cooling equipment,
fuel cells, and emission controls (if
required)
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Early Permitting Considerations

a Many factors affect air permitting, but considering air permitting early
in process might influence aspects of the project
e Size of Data Center (MW, number of buildings, etc.)
e Attainment vs. Nonattainment and impact on Major source thresholds
e Ownership of Data Center

. Same LLC/owner vs. separate owners

e Construction Scheduled or Phasing

PL &N

wn
=i
s
=
m
&1
-
=
—_
17 ]
(]
~
=
=
0
=
-
pe
A
=
-
m
e
751
=
)
=
=
-
I
=)
=
=
v
8]
L]
m

N




Early Permitting Considerations

o Additional factors to consider:

e Number of generators needed and how they will be operated
- Emergency vs. Non-emergency
. Emergency Demand Response

e Customer Operating Requirements
e Evaluate need for emissions controls and associated financial cost
e Evaluate if onsite power generation due to limits on utility availability

- Separate owner vs. data center owner
- Additional emissions sources
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e Air Dispersion Modeling

e Location of the facility [e.g., in Environmental Justice (EJ) area, community
perception of data centers]
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Early Permitting Considerations

a Air Permitting strategy culminates in the three main considerations:
e Regulatory burden
- Difference in permitting programs (Major vs. Synthetic Minor)

e Operational flexibility
- Total operating hours or fuel consumption allowed

e Capital cost

- Emissions controls
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Challenges

o Changing Regulatory Requirements
e Redesignation of attainment status
e Changing BACT and other requirements that influence emissions controls
e Proposed/new state-specific requirements for data centers

o Receptiveness of communities, public perception
o Building in states that are unfamiliar with data centers
a Power needs — both denser power on-site and power availability
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Nuances of lllinois Air
Permitting



lllinois Air Permitting: 5 Things to Know

#1: Two Typical Permitting Programs for Data Centers

Federally Enforceable State Operating Permit (FESOP)

- Synthetic Minor sources

Clean Air Act Permit Program (CAAPP)
- Major Sources
. Additional compliance requirements

Initial construction permits are required, then apply for an operating permit

Other permit options available for small facilities [e.g., Lifetime permits and
Registration of Smaller Sources (ROSS)] — these can be called different things in
other states (may also be called a State Operating Permit)

Air permit exemption for engines of 1,500 brake-horsepower or less — many
scenarios where permitting is still required
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lllinois Air Permitting: 5 Things to Know

#2: Greater Chicago Area Redesignated to
Serious Nonattainment for Ozone

e Reclassified January 16, 2025

e Major Source Thresholds lowered from 100
tons/year to 50 tons/year
. NO, and VOC (VOM)

e New data centers will need to evaluate taking
stricter operating limits or becoming major
sources

e |f within either of the nonattainment areas with
engine >500 bhp, new NO, emissions standards
for non-emergency units — NO, RACT

McHenry . Lake

Kankakee
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lllinois Air Permitting: 5 Things to Know

#3: Additional Environmental Justice (EJ) E
Requirements :
e |llinois has its own EJ policy that impacts air permitting » 3
- EJ areas are determined based on minority population and " \
population income level \
e If a project increases emissions (e.g., new build, : :
expansion) in an EJ area, air dispersion modeling is S s s | E
required %
e Extends agency review time and permit issuance %
e Modeling could result in additional operating limits or d
control requirements




lllinois Air Permitting: 5 Things to Know
#4: Fuel Consumption Based Permitting Allowed by IEPA

e Fuel consumption for groups of generators

e Requires method for tracking usage (e.g., fuel meter, on-board engine
controller)

e Diligent recordkeeping to maintain compliance with limit
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lllinois Air Permitting: 5 Things to Know

#5: Public Comment and Recordkeeping

e Construction Permitting — Project Emissions Thresholds and
Requirements :

= Public Comment
e >80% of major source threshold

= Recordkeeping
e <90% = Monthly
¢ 90% - 95% = Weekly
e 95%+ = Daily
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e |nitial Operating permits, either FESOP or CAAPP, are required to
go out for public comment
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lllinois Air Permitting: Bonus

o Temporary generators may need an air permit

e All generators 1,500 brake-horsepower or greater require a permit, even if
onsite for less than 12 months
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Air Permit Components

Q

Mostly comprised of potentially applicable NSPS regulations, in
addition to state-specific requirements

Include “monthly” operating limits and recordkeeping requirements

Construction permit expires after 12 months and appropriate
operating permit must be obtained

Typically includes required start-up notifications

Maintenance schedule provided during permitting may be included
as a permit condition

Storage tanks, if exempt from permitting, will be noted as exempt
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lllinois Air Permitting: Additional Best Practices

a Set up a pre-application meeting with [EPA

e Discuss project, ensure correct permitting program, and resolve questions

a |[EPA is responsive to questions

e Reach out by phone or email

a All submittals must be hard copy sent by mail
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Illinois Environmental
Protection Agency
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lllinois Air Permitting: Timeline

Q

IEPA has a standard 90-day review period for construction
applications

e Some applications take longer to review, requiring a signed waiver letter to
extend the review period by an additional 90 days

e Typical turnaround time is approximately 4-6 months (if modeling is required
the review takes longer)

Draft permit can be requested for review and comments

Operating permit must be obtained typically within 12-months of
initial start-up
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Air Permit Application Submitted, Now What?

a Respond to any IEPA additional information requests promptly
a Prepare for monthly and annual recordkeeping (i.e., tracking tool)
a Annual Emissions Report

a Non-air considerations:

e Storage tanks for data centers are generally exempt from air permits, but
need to be permitted through lllinois State Fire Marshal
- Requires an application submittal and inspection prior to filling
e Spill Prevention, Control, and Countermeasure (SPCC) Plan and associated
training typically required
e Emergency Planning and Community Right-to-Know Act (EPCRA) Tier Il Report
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Questions or Comments?

Contact Information:
Michelle Carter Brantley Proffitt

mcarter@all4inc.com bproffitt@all4inc.com
571-222-6266 571-250-5824

www.alldinc.com
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